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TOP VIEW

REINFORCED CONCRETE 46" BILCO VAULT DOOR MODEL NO. JD3AL OR EQUAL

DISMANTLING COUPLING
2" BRASS NIPPLE
4" LONG

2" BALL VALVE WITH PLUG
TEST TEE WITH 2"
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NOTE:
1. FOR DIMENSIONS SEE DETAIL SC—-26
2. ALL VALVES GREATER THAN 2" SHALL BE OS&Y GATE VALVES

* COMPOUND OR TURBINE MVR TYPE METER
AS REQUIRED BY CITY OF BURLINGTON

REVISED SCALE DETAIL
09,/26,/05 NOT TO SCALE S C - 2 5 W
4” WATER CONNECTION (SHEET 1 of 2)

CITY OF BURLINGTON, NORTH CAROLINA
ENGINEERING DEPARTMENT




